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PROP. - 1 - 400MM x 400MM TAPPING SLEEVE, VALVE, AND VALVE BOX, ; 38 MPa WP
37 M OF 400 MM DI RESTRAINED-JOINT- WATER PIPE, PC 241 M |
T2 - 400 MM DI RESTRAINED JOINT 45° BENDS |
| \ 1 - 400MM x 200MM DI RESTRAINED JOINT TE
1 - 200MM GATE VALVE AND VALVE BOX, 1.38 PaWP
2 M OF 200 MM DI WATER PIPE, PC 2.41 MPa WP
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PROP. - 69 M OF 400 MM DI WATER PIPE, PC 2.41 MPa
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PROP -1 - 20MM CORPORATION STOP

7 M OF 20MM COPPER WATER PIPE, TYPE K
1 - 20MM WATER METER AND METER BOX
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PROP. - 1 - FIRE HYDRANT, 1.38 MPa WP
1- 400 MM X 150 MM DI RESTRAINED JOINT TEE

1 - 150 MM GATE VALVE AND VALVE BOX, 1.38 MPa WP

6 M OF 150 MM DI RESTRAINED JOINT WATER PIPE, PC 2.41 MPa

PROP. - 1 - 400MM GATE VALVE AND VALVE BOX, 1.38 MPa
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